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SYSTEM AFTER METER BY APPLICANT/SEPARATE PERMIT.

1”7 TO 2" DOMESTIC WATER SERVICE BY CITY,
SIZED BY FIRE PROTECTION DESIGNER.
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1. TESTING IS REQUIRED BY A WASHINGTON STATE DEPARTMENT OF HEALTH CERTIFIED
BACKFLOW ASSEMBLY TESTER UPON INSTALLATION AND ANNUALLY THEREAFTER.
ASSEMBLY TO BE MAINTAINED BY OWNER.
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INSIDE DCVA INSTALLATION FOR

RESIDENTIAL FIRE SPRINKLER SYSTEMS
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